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Although orthophosphate is often effective in reducing lead corrosion, bench-scale tests revealed cases in 
which even high doses of orthophosphate (1-3 mg/L P) in potable water increased lead and tin release 
from simulated soldered copper joints. Phosphate increased the galvanic current between tin and copper 
plumbing materials, especially in water with less than 10 mg/LSO~' and when the percentage of the ano­
dic current carried by SO~' ion was less than 30%. Tin release was increased more than lead release from 
50:50 Pb--Sn solder in these circumstances. 

A. Tin 
A. Alloy 
A. Copper 

1. Introduction 

1.1. Lead solder chemistry 

Lead contamination of potable water due to galvanic attack of 
Pb-Sn solder was first demonstrated by Oliphant [1] and Gregory 
[2], who also discovered high and persistent galvanic currents be­
tween copper pipe and lead solder when the chloride-to-sulphate 
mass ratio (CSMR, or mg/L Cl' divided by mg/LSO~') of the water 
was above about 0.5. Other work by Edwards et al. [3] found more 
exceedances of the United States Environmental Protection Agency 
(USEPA) Lead and Copper Rule (LCR) when the CSMR was greater 
than 0.58. Recent work by Nguyen et al. [4] used theoretical trans­
port considerations to identify a critical CSMR of 0.77, above which 
galvanic attack on lead solder would be expected to increase mark­
edly. There were also several instances in which elevations of the 
CSMR above these thresholds increased the LCR 90th percentile 
lead and caused lead poisoning of children [5-8]. 

Very corrosive microenvironments with high levels of chloride 
and low pH (e.g., 2.5) can form at lead solder anode surfaces due 
to galvanic corrosion between lead solder and copper pipe, perpet­
uating very high rates of lead corrosion [9]. However, higher alka­
linity is expected to buffer pH drops associated with galvanic 
corrosion at lead anode surfaces [10], and higher pH values may 
also decrease lead solubility [11-13]. Lead oxides, which are well 
known to form protective scaling on lead surfaces, do not typically 
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form on Pb-Sn solder surfaces unless the surface becomes severely 
depleted of tin [14-16]. 

1.2. Effect of phosphate on lead 

In low alkalinity water, the optimal pH for orthophosphate inhi­
bition of uniform lead corrosion is between 7.3 and 8 [ 13, 17]. 
Orthophosphate has been a very effective inhibitor of lead leaching 
to water in many cases [2, 11,17 -20]. However, 01 i phant [ 1] mea­
sured no decrease in the galvanic current between lead solder 
and copper when orthophosphate was dosed in pH 7.4-8.5 water, 
although the resulting impact of orthophosphate on lead in water 
was not measured. Thus, prior work suggests that galvanic couples 
may respond differently to phosphate dosing. 

Equilibrium modelling can predict the solubility when lead 
phosphate is the controlling solid over the pH range 3-6 expected 
at the lead solder anode surface (Fig. 1 ). For example, 56 I g/L sol­
uble Pb is present at equilibrium in water at pH 6 with 1 mg/L 
orthophosphate as P. However, if the pH decreased to 4, which 
can occur at lead solder surfaces during galvanic corrosion [9], 
the predicted soluble lead would increase by 370 times to 21 mg/ 
L Pb. Clearly, soluble lead is expected to increase rapidly if the 
pH at the lead solder anode surface drops below about pH 4.6, even 
in the presence of orthophosphate corrosion inhibitor and lead 
phosphate (Pb3P04 ) surface scale. 

Bulk water concentrations of sulphate are not expected to sig­
nificantly alter the soluble lead concentration. However, if sulphate 
concentrated at the lead anode surface [9] 20 times from 10 mg/L 
SO~' in the bulk water to 200 mg/L SO~' at the anode, lead sul­
phate solids could limit the soluble lead to 4 mg/L Pb in the micro­
layer of pH 4 water at the lead surface (Fig. 1 ). This could reduce 
lead leaching to water. Recent work with low sulphate (<20 mg/L 
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Fig. 1. Equilibrium soluble Pb(ll) between pH 3 and 6 for water with 20 mg/L 
alkalinity as CaC0 3 when anglesite, hydrocerrusite, cerrusite, or lead phosphate is 
the dominant solid. The modelled orthophosphate concentration was 1 mg/L P. 

SO~' ) and low alkalinity water demonstrated that lead concentra­
tions reached 157 mg/L Pb or higher near lead anode surfaces [9]. 

1.3. Tin phosphate chemistry 

When tin metal corrodes, Sn(ll) is first dissolved from tin metal, 
and the tin metal eventually completely passivates when Sn(ll) at 
the metal surface oxidizes to Sn(IV) and Sn02 [21 ,22]. Tin changes 
from passive to active corrosion at pH 4-5 [23]. Furthermore, A wad 
[24] found that phosphate can corrode tin, hypothesizing that tin 
phosphate complexes formed. Later work by others reported for­
mation constants for various tin phosphate complexes [25], and 
other tin complexes can form with hydroxide and chloride [26]. 
In one study with 3100 mg/L P, SnOW and tin phosphate com­
plexes were thought to form [27,28]. Tin carbonate complexes 
have not been reported [29]. 

Equilibrium modelling demonstrates the hypothetical extent of 
tin phosphate complex formation assuming that reported com­
plexation constants are accurate (Fig. 2). Specifically, if 5 mg/L 
Sn(ll) was released to the water, the soluble tin in water containing 
3 mg/L P would be 85 I g/L, or 110 times more soluble tin than ex­
pected in water with no phosphate (0.76 I g/L). A large portion of 
the released tin would precipitate at equilibrium and form scale 
in either case. The addition of phosphate also slightly buffers the 
pH drop associated with the Lewis acidity of tin (Fig. 2). 
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Fig. 2. Equilibrium soluble Sn and pH due to release of Sn(ll) at anode surfaces. 
Alkalinity of the water was 8 mg/L as CaC03 . 

The objective of this work is to identify the mechanisms by 
which phosphate can increase Pb-Sn solder corrosion in building 
plumbing systems, and to investigate the practical impact of ortho­
phosphate on lead solder corrosion in simulated plumbing joints. 

2. Materials and methods 

2.1. Experimental apparatus and procedure 

2.1.1. Macrocells 
Simulated joints were prepared with pure tin wires and copper 

pipes [9] to track galvanic corrosion occurring between the two 
metals. Each macrocell was constructed using a 19-mm diameter 
copper pipe (310-mm length) and a 13-mm diameter copper pipe 
(64-mm length), connected by clear Tygon tubing with a 2-mm gap 
separation between the pipes. A pure tin wire was inserted 
through the centre of a silicone stopper, and then the stopper with 
wire was inserted into the 13-mm diameter copper pipe. Water 
was changed in the macrocells three times per week (Monday, 
Wednesday, and Friday) by transferring the stagnant water from 
the pipes into collection bottles for metals analysis and refilling 
the test pipes with freshly prepared water ("dump-and-fill" meth­
od [5]). Tests were conducted in triplicate. 

2.1.2. Soldered 19-mm pipes 
Type M 19-m m diameter copper pipes (22-m m outer diameter, 

0.88-mm wall thickness) were cut into 305-mm lengths, and one 
end of each pipe was dipped in molten 50:50 Pb-Sn solder (50% 
Pb and 50%Sn by weight) with a depth of 29m m. The pipes were 
filled with test water, closed on both ends with silicone stoppers, 
and tested in triplicate. Water was changed in the pipes three 
times per week using a "dump-and-fill" method [5]. 

2.1.3. Galvanic solder coupons 
A 25-mm length of 3-mm diameter 50:50 Pb-Sn solder was 

placed on the inner edge of a 25-mm length of 13-mm diameter 
copper coupling [30]. The galvanic lead solder-copper coupons 
were exposed to 100 mL of each test water in glass containers 
and tested in triplicate. The water was changed using a "dump­
and-fill" protocol [5] twice per week (e.g., Monday/Thursday), 
and weekly composite samples were collected for each water con­
dition at the end of each week. The stagnation time was selected to 
represent long stagnation times that can occur during weekends in 
building plumbing and that allow the formation of microclimates 
that are detrimental to lead corrosion [9]. 

2.1.4. Galvanic solder end caps 
Simulated joints were prepared by assembling a 24-mm diam­

eter copper end cap and a 51-m m length of 19-m m diameter cop­
per pipe [4]. A 152-mm length of 3-mm diameter 50:50 Pb-Sn 
solder was then melted to form a layer of solder at the bottom of 
the inner surface of the end cap. The galvanic lead soldered copper 
end caps were placed into glass containers and exposed to approx­
imately 500 mL of each test water in triplicate. The headspace was 
minimized by fi I ling the glass containers to capacity to I im it disso­
lution of carbon dioxide (C02 ) from the air during stagnation. The 
water was changed using a "dump-and-fill" protocol twice per 
week [5], and weekly composite samples were collected for each 
water condition at the end of each week. 

2.2. Water chemistry 

The case studies presented herein represent water from com­
munities in the United States in which increased lead release 
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was observed at bench-scale due to orthophosphate addition. The 
water conditions are described in this section and in Table 1. 

2.2.1. Macrocells 
Treated water, but prior to disinfection, was received at Virginia 

Tech from a water utility. Reagent grade chemicals were added to 
the water including orthophosphate corrosion inhibitor, bicarbon­
ate, sulphate, disinfection with free chlorine, and acid or base for 
final pH adjustment (Table 1 ). The water from the treatment plant 
contained 4 mg/L Cl, and all test water exposed to the macrocells 
was dosed with 1 0 mg/L Cl after Week 14 of the study to simulate 
a portion of the chloride that entered the water due to the hypo­
chlorite generator brine leak. 

The pH was adjusted with either 0.1 M NaOH or 0.1 M HN03 to 
the target value of pH 7.3 or 9.2. All water was also chlorinated at a 
dose of 2 mg/L Cl 2 . Orthophosphate was dosed from sodium phos­
phate (Na 2HP04 ). Alkalinity was adjusted with sodium bicarbonate 
(NaHC03 ). Chloride and sulphate were added from sodium chloride 
(NaCI) and sodium sulphate (Na2S04 ), respectively. 

2.2.2. Soldered 19-mm pipes 
Water in this test had a CSMR of 1.2, alkalinity of 34 mg/L as 

CaC03 , 2 mg/LAI (aluminium solids), 0.3 mg/L TOCfrom pre-chlo­
rinated NOM, and 1.25 mg/L NH 3-N (Table 1 ). The pH was adjusted 
to 7.0 or 9.5 ± 0.2 with NaOH or HCI prior to exposure to the sol­
dered pipes. Chloramine concentrations (0 or 5 mg/L Cl 2 ) and 
orthophosphate (0 or 3 mg/L asP) were varied in the test water. 
Chemicals were added as reagent grade salts to disti lied and deion­
ized water. 

2.2.3. Galvanic solder coupons 
The 50:50 Pb-Sn soldered copper coupons [30] were exposed to 

a utility water with a typical alkalinity of 8 mg/L as CaC03 and 
CSMR of about 4 (Table 1). To simulate a brine leak that occurred 
from the on-site hypochlorite disinfectant generator, 9 mg/L Cl 
from NaCI was added to the water after Week 17 of the study, 
increasing the CSMR to 8.5. Orthophosphate (NaH 2P04 ) at a dose 
of 1 mg/L P and 20 mg/L alkalinity as CaC03 from NaHC03 were 
also evaluated. The final test waters were adjusted to match the fi­
nal pH (7.3) and disinfectant dose (2 mg/L free chlorine asCI 2 ) used 
at the treatment plant (Table 1 ). Chemicals were added as reagent 
grade salts. 

2.2.4. Galvanic solder end caps 
Water was prepared with 0-120 mg/L alkalinity as CaC03 from 

NaHC03 . Chloride was added at a concentration of 10 mg/L Cl 
(from NaCI) for the first 6 weeks and reduced to 2 mg/L Cl for 
Weeks 7-9 (Table 1) to test the effects of two chloride levels. The 
final pH was adjusted to pH 7.5 or 8.5 by dosing NaOH or C02 . 

Chemicals were added as reagent grade salts to disti lied and deion­
ized water. 

Table 1 
Water chemistry of test waters. 

Test (apparatus) Cl' (mg/L) SO~' CSMR' 

(mg/L so.) 
Mechanism (macrocells) 4 or 14 3-12 3-4.7 
Case Study 1 17 14 1.2 

(soldered 19-mm pipes) 

Case Study 2 8 (typ.)' or 17 2 4 (typ.) or 8.5 
(galvanic lead solder coupons) 

Case Study 3 10 or 2 0 
(galvanic lead solder end caps) (after Week 5) 

' Chloride-to-sulphate mass ratio (CSMR) provided as mg/L Cl' per mg/L SO~' . 
b Dose(s) evaluated in studies, excluding 0 mg/L P. 

' Chloramines dose of 4:1 mg Cl 2 /mg NH,-N. 
' Typical (typ.). 

2.3. Analytical methods 

Total metals release was quantified after acidifying water sam­
ples with 2% nitric acid for at least 24 h. Lead, tin, chloride, and sul­
phate concentrations in the bulk water were measured using an 
inductively coupled plasma mass spectrometer (ICP-MS) in accor­
dance with Standard Method 3125-B [31]. Concentrations of chlo­
ride and sulphate were cross-checked using DIONEX DX-120 ion 
chromatography according to Standard Method 4110 [31]. The 
pH in the bulk water was measured with an Accumet electrode 
in accordance with Standard Method 4500-H+ B [31]. Electrochem­
ical measurements between the copper pipes and the tin wires in 
the macrocells were conducted using RadioShack multimeters 
with 100 0 resistance. Galvanic current measured between the an­
ode (tin wire) and the cathode (copper) is an indicator of galvanic 
corrosion [32]. 

3. Results and discussion 

The adverse effects of phosphate on lead leaching were quanti­
fied by comparing lead release to water with and without phos­
phate as follows: 

Pb 
. 

1
/ Concentration of Pb in water with phosphate ,.

1
,_, 

rat1o /4 . . . u ,_. 
Concentration of Pb 1n water without phosphate 

If the calculated ratio is less than 1, dosing phosphate to that 
specific water mitigated lead corrosion, whereas a ratio greater 
than 1 indicates that phosphate increased lead release. A similar 
calculation was done for tin. The calculated ratios were compared 
to the predicted percentage of the anodic corrosion current carried 
by transport of sulphate (SO~' ) ions through solution toward the 
lead solder anode as described elsewhere [3,4]. There was a ten­
dency for phosphate to increase lead release if the sulphate con­
centrations were low (<1 0 mg/L S04 ) or if less than 30% of the 
carrying current was carried by sulphate ions (Fig. 3). In some sit­
uations, the addition of phosphate increased lead release to the 
water by a factor of 600% (i.e., Pb ratio of 6) (Fig. 3). Moreover, 
the detrimental effect of phosphate on tin was even more dramatic, 
with as much as 14 times more tin in the water after addition of 
the orthophosphate corrosion inhibitor (Fig. 3). These results sug­
gest that an attack on the tin phase in 50:50 Pb-Sn solder alloy 
may be important to explaining the effect of phosphate on solder 
corrosion. 

3.1. Mechanism of phosphate attack 

To understand the increased dissolution of lead-tin solder due 
to orthophosphate, which was observed in some situations 
(Fig. 3), a study was conducted to investigate the galvanic corro­
sion of pure tin wire connected to copper pipe. Specifically, water 
from a utility was subjected to a range of alkalinity, pH, and sui-

Alkalinity pH 
(mg/L as CaC0 3 ) 

8-58 7.3 
34 7 or 9.5 

8 (typ.) or 20 7.3 

0-120 7.5 

Orthophosphate b 

(mg/L P) 

3 

1 or 1.8 

Disinfectant 
(mg/L as Cl 2 ) 

Free chlorine (2 mg/L) 
Chloramines' (0 or 5 mg/L) 

Free chlorine (2 mg/L) 

None 
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phate treatment strategies with and without orthophosphate (Ta­
ble 1) and was tested using the macrocell apparatus [9]. The gal­
vanic current and tin concentration in water were tracked. 

In halfofthetest water conditions, thegalvaniccurrent increased 
with the addition of 1 mg/L P, although the results were statistically 
significant only for the water with 10 mg/Lalkal inity asCaC03 added 
(Fig. 4). However, the tin concentrations increased 3-16 ti mesdue to 
the addition of 1 mg/L P for all of the water conditions (Fig. 4), and 
the results were significantly different with 95% confidence for 
all but two waters (water amended with 10 mg/LSO~' or 50 mg/L 
alkalinity as CaC03). Specifically, in the utility water with 18 mg/L 
alkalinity asCaC03, the tin concentration increased 16 times from 
40 I g/L Sn to 670 I g/L Sn by adding 1 mg/L P (Fig. 4 ). Concurrently, 
the galvanic current increased 4.5 times from 0.6 to 2.8 I A (Fig. 4 ). 
The trend in tin concentrations agreed with the predictions based 
on the current measurements and Faraday's law (results not shown), 
although a large portion of the oxidized tin likely accumulated in the 
scale [9]. Similar observations of higher current and tin concentra­
tions in water with phosphate were noted in tests with pure tin wire 
polarized l 0.2 V vs. Eref with a platinum counter electrode (results 
not shown), and there was high variability in the galvanic current 
measurements among replicates. These higher tin concentrations 
and galvanic currents due to the orthophosphate addition in water 
with low sulphate (3 mg/LSO~') are consistent with previous find­
ings (Fig. 3). Calculations indicate that between 7% and 21% of the 
anodic current was carried by sulphate in most of these test waters. 

Clearly, the galvanic current sacrificing the Pb-Sn solder anode 
was increased due to orthophosphate in some cases, which in turn 
translates to lower pH and higher concentrations of aggressive 
anions such as Cl' at the Pb-Sn solder surface [9]. 

Moreover, the increased lead and tin corrosion of solder at 
joints can decrease its integrity and cause premature failure in 
home plumbing [33,34]. The specific factors causing the increase 
in galvanic current were not identified in this work. However, it 
is possible that phosphate slowed the transition of Sn(ll) to less 
soluble and more protective Sn(IV), thereby increasing the time 
for passivation of the metal and the amount of soluble tin in water 
containing phosphate. Future work is needed to confirm this 
mechanism. 

3.2. Case studies where phosphate increased lead solder corrosion 

The macrocell study demonstrated that tin corrosion increased 
due to phosphate. Consequently, higher tin concentrations at the 
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Fig. 4. Total tin in water and galvanic current between pure tin wire and copper 
pipe in macrocells. The water had a pH of 7.3 and contained 3 mg/L SC~', 4 mg/L 
Cl', 8 mg/L alkalinity as CaC0 3 , and 2 mg/L free chlorine as Cl 2 , unless otherwise 
specified. Data points are from Weeks 12 to 14 of the experimental study. Error bars 
represent 95% confidence intervals. 

solder surface and the stronger Lewis acidity of tin compared to 
lead can promote corrosion and lead release from 50:50 Pb-Sn sol­
der. Although we and others have documented numerous in­
stances where phosphate was effective in inhibiting lead 
corrosion in potable water distribution systems [11,13,17,18,20], 
the following studies focus on cases where phosphate increased 
corrosion of Pb-Sn solder in potable water. 

3.2.1. Case Study 1 
In one water with an alkalinity of 34 mg/L as CaC03 and a CSMR 

of 1.2 (Table 1 ), lead release from galvanic 50:50 Pb-Sn solder in­
creased as much as 2 times when 3 mg/L P was dosed. Specifically, 
in pH 7 water with 5 mg/LchloraminesasCI 2 , lead release doubled 
from 4580 to 9220 I g/L, but the results were not significant at the 
95%confidence level (Fig. 5). However, tin was more affected than 
lead by phosphate, and the tin concentration significantly in­
creased 3-10 times when 3 mg/LP was added (Fig. 5).1n the same 
water in which the lead concentration doubled (pH 7 and 5 mg/L 
Cl 2 ), tin release increased by an order of magnitude from 110 to 
1070 I g/L. Water at pH 7 appeared to be more affected by phos­
phate than pH 9.5 water (Fig. 5). That is, phosphate increased tin 
release 7-10 times in pH 7 water, whereas an increase of 3-4 times 
more tin was observed in water at pH 9.5 due to phosphate. There 
was no evidence that chloramine disinfectant significantly affected 
solder corrosion for this water. 

In addition to higher lead and tin concentrations, more white 
particles, which were presumably lead and tin colloidal particles, 
could be observed in the potable water with orthophosphate com­
pared to the same water with no phosphate (e.g., Fig. 6). In this 
case study, tin corrosion unambiguously increased due to ortho­
phosphate, which is consistent with observations for pure tin wire 
(Fig. 4) and in some previous work with 50:50 Pb-Sn solder (Fig. 3). 
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confidence intervals. 

3.2.2. Case Study 2 
Consistent with expectations from other studies [2,11,13,17, 

18,20], orthophosphate decreased lead corrosion of solder coupons 
for a utility water with 8 mg/L Cl and 8 mg/L alkalinity as CaC03 
(Fig. 7). However, in the other test water conditions, including 
water with a higher alkalinity of 20 mg/L as CaC03 or chloride 
concentration of 17 mg/L Cl, lead release increased by 2 times with 
the addition of 1 mg/L P. The findings were significant at the 95% 
confidence level for the condition with 20 mg/L as CaC03 and 
8 mg/L Cl. 

Moreover, for the same soldered coupons, tin release increased 
2-14 times for all of the test water types due to orthophosphate, 

Fig. 6. Example of white colloidal particles released from galvanic lead solder 
coupons in pH 7 water with orthophosphate (right) compared to the same water 
without orthophosphate corrosion inhibitor (left). 

and the results were significant at the 95% confidence level, with 
the exception of the water with an alkalinity of 8 mg/L as CaC03 
and 8 mg/L Cl. In the worst case (water with 20 mg/L as CaC03 
and 17 mg/L Cl), adding 1 mg/L P increased tin release by 14 
times from 40 I g/L Sn to 580 I g/L Sn (Fig. 7). Furthermore, 
increasing the alkalinity slightly in this water worsened the effect 
of phosphate on tin corrosion, even though significant increases 
in lead corrosion were observed at both alkalinities. Specifically, 
adding 1 mg/L P to water with an alkalinity of 20 mg/L as CaC02 

increased tin release 5-14 times, whereas adding phosphate to 
lower alkalinity water (8 mg/L as CaC03) increased tin release 
2-9 times (Fig. 7). Additionally, water with more chloride wors­
ened the effect of phosphate. For example, dosing orthophosphate 
to water with 8 mg/L Cl increased tin release 2-5 times, while an 
increase of 9-14 times more tin was measured in water with 
17 mg/L Cl. In sum mary, for most of the waters tested in this util­
ity study, phosphate significantly increased tin release from 
50:50 Pb-Sn solder, and increases in lead release were also 
observed. 

3.2.3. Case Study 3 
In water containing 2 mg/L Cl and alkalinity in the range of 

0-120 mg/L as CaC03, lead release from soldered end caps 
increased between 30%and 950%due to phosphate, and the results 
were statistically significant for all conditions, with the exception 
of 40 and 60 mg/L alkalinity as CaC03 (Fig. 8). For example, lead 
release increased by a factor of 4 from 270 I g/L Pb to 1170 I g/L 
in water with 10 mg/L as CaC03 when 1 mg/L P was added 
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Fig. 7. Effect of phosphate on total lead and tin release from galvanic 50:50 Pb-Sn 
solder. Data for 8 mg/L Cl was collected during Weeks 12-14 of the study, while 
17 mg/L Cl data was from Weeks 18 to 20. Error bars represent 95% confidence 
intervals. 
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(Fig. 8). Moreover, higher alkalinity did not reduce the effect of 
phosphate, although less lead was measured in water with higher 
alkalinity. For exam pie, lead in water with 120 mg/L as CaC03 in-
creased an order of magnitude from 40 to 440 I g/L Pb when phos-
phate was added. However, much higher alkalinity might mitigate 
lead corrosion due to buffering and other factors [4]. 

Completely consistent with the other case studies, the effect of 
phosphate on tin release was more dramatic than lead, with in-
creases from 65%to more than 2000% more tin in this water when 
1 mg/L P was added. Specifically, 1 mg/L P increased tin release by 
an order of magnitude from 18lg/LSn to 190 lg/LSn in water 
with 10 mg/Lalkalinity asCaC03 (Fig. 8). Moreover, the largest im-
pact of phosphate was observed at the highest alkalinity level 
(120 mg/L as CaC03 ), in which case tin release increased 20 times 
from 6lg/L Sn to 125 lg/L Sn with the addition of phosphate. 
Phosphate significant! y increased tin release for all alkalinity levels 
at the 95%confidence level, with the exception of water with 5 mg/ 
Las CaC03 . 

To further compare the relative effect of phosphate on lead and 
tin release among the alkalinity levels and the two chloride con-
centrations in this study, the ratio of lead or tin release with phos-
phate vs. without phosphate (Eq. (1 )) was calculated. In this case 
study, the Pb and Sn ratios were not significantly affected by the 
chloride concentration (2 or 10 mg/L Cl) (Fig. 9). The Pb ratios for 
most of the conditions were between 1 and 4 and was as high as 
12 for 120 mg/LasCaC03 , indicating that phosphate increased lead 
release in these test waters. The Sn ratios were higher than those 
calculated for lead and were between 1 and 10 in most cases, again 
indicating that tin was more affected by phosphate than lead 
(Fig. 9). Higher chloride (1 0 mg/L vs. 2 mg/L Cl) worsened the effect 
of phosphate on tin when the alkalinity was 5 mg/L as CaC03 or 
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Fig. 8. Lead (top) and tin (bottom) released from galvanic lead solder-copper end 

caps as a function of alkalinity. The water contained 2 mg/L Cl, and the data points 
are average concentrations from the triplicates during Weeks 7 to 8. Error bars 
denote 95% confidence intervals. 
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Fig. 9. Lead ratio (top) and tin ratio (bottom) for 2 and 10 mg/L Cl and alkalinity 
ranging between 0 and 120 mg/L as CaC03 . The lead ratio was defined as lead 
release to water with phosphate divided by lead release without phosphate (Eq. 
(1)), and the tin ratio was the same formula but with tin release. The water 
contained no sulphate. Data for 2 and 10 mg/L Cl were from Weeks 7-8 and Weeks 

5-6, respectively. The dashed line at a ratio of 1 indicates the level at which 
phosphate had no effect on lead or tin release. 

less (Fig. 9), which is consistent with findings in Case Study 1 with 
low alkalinity water (Fig. 7). In summary, dosing 1 mg/L P signifi­
cantly increased lead and tin release from soldered end caps in this 
case study, and the impact of orthophosphate was worse for tin. 
Additionally, higher chloride in low alkalinity water worsened 
the phosphate effect. 

4. Conclusions 

(1) Dosing of orthophosphate occasionally creates significant 
adverse consequences on galvanic corrosion of lead bearing 
plumbing materials connected to copper tube. Because 
orthophosphate often has profound benefits in reducing lead 
release during uniform corrosion, the net impacts of ortho­
phosphate on overall lead release to water in individual 
buildings (from sources including leaded brass, lead solder 
and lead pipe at various lengths) can be com pi icated. 

(2) The tendency toward adverse consequences of orthophos­
phate on galvanic corrosion of lead increased if the sulphate 
concentration was less than about 10 mg/L SO~, or if the 

percentage of the current carried by SO~' was less than 30%. 
(3) In cases where orthophosphate exacerbated galvanic corro­

sion of 50:50 Pb-Sn solder, tin release was more strongly 
affected than lead. 

( 4) In certain waters, dosing orthophosphate increased the gal­
vanic current and tin release from pure tin connected to cop­
per pipe, which can be expected to reduce anode surface pH 
to a level where it cannot be passivated. 
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(5) Consistent with prior work, phosphate had a more detrimen­
tal effect on corrosion of Pb-Sn solder at pH 7 than at pH 9.5 
in one water tested. 

(6) Higher alkalinity did not mitigate the adverse effects of 
phosphate, but more lead and tin corrosion did occur at 
lower alkalinity. 

(7) Higher concentrations of chloride in low alkalinity water 
(<1 0 mg/L as CaC03 ) also worsened the effects of phosphate 
on solder corrosion. 

Acknowledgements 

The first author was partially supported by a National Science 
Foundation (NSF) Graduate Fellowship and a Via Fellowship. The 
experimental work was supported by funding from the Water 
Research Foundation (WaterRF) and the USEPA, whereas the ad­
vanced analysis of the data and writing of the paper was supported 
by the NSF under Grant CBET-0933246. The opinions, findings, 
conclusions, or recommendations are those of the authors and do 
not necessarily reflect the views of the WaterRF, the NSF, or the 
USEPA. The authors also thank Jeff Nicholson, Traci Case, Christo­
pher Hill, France Lemieux, Joseph Marcinko, and Anne Spiesman. 

References 

[1] R.J. Oliphant, Summary Report on the Contamination of Potable Water by Lead 
from Soldered Joints, Water Research Centre, 1983. 

[2] R. Gregory, Galvanic corrosion of lead solder in copper pipework, Water 
Environ. J. 4 (1990) 112-118. 

[3] M. Edwards, S. Jacobs, D. Dodrill, Desktop guidance for mitigating Pb and Cu 
corrosion by-products, J. Am. Water Works Assoc. 91 (1999) 66-77. 

[4] C.K. Nguyen, B.N. Clark, K.R. Stone, M.A. Edwards, Role of chloride, sulfate, and 
alkalinity on galvanic lead corrosion, Corrosion (2011), accepted for 
publication. 

[5] M. Edwards, S. Triantafyllidou, Chloride-to-sulfate mass ratio and lead leaching 
to water, J. Am. Water Works Assoc. 99 (2007) 96-109. 

[6] M. Edwards, S. Triantafyllidou, D. Best, Elevated blood lead in young children 
due to lead-contaminated drinking water: Washington, DC, 2001-2004, 
Environ. Sci. Technol. 43 (2009) 1618-1623. 

[7] R. Renner, Mapping out lead's legacy, Environ. Sci. Technol. 43 (2009) 1655-
1658. 

[8] R. Renner, Lead in water linked to coagulant, Environ. Sci. Technol. 40 (2006) 
5164-5168. 

[9] C.K. Nguyen, K.R. Stone, A. Dudi, M.A. Edwards, Corrosive microenvironments 
at lead solder surfaces arising from galvanic corrosion with copper pipe, 
Environ. Sci. Technol. 44 (2010) 7076-7081. 

[1 0] A. Dudi, Reconsidering Lead Corrosion in Drinking Water: Product Testing, 
Direct Chloramines Attack and Galvanic Corrosion, Department of Civil and 
Environmental Engineering, Virginia Tech, Blacksburg, VA, 2004. 

[11] D.M. Dodrill, M. Edwards, Corrosion control on the basis of utility experience, J. 
Am. Water Works Assoc. 87 (1995) 74-85. 

[12] N.H. Lin, A. Torrents, A.P. Davis, M. Zeinali, F.A. Taylor, Lead corrosion control 
from lead, copper-lead solder, and brass coupons in drinking water employing 
free and combined chlorine, J. Environ. Sci. Health A 32 (1997) 865-884. 

[13] M.R. Schock, Understanding corrosion control strategies for lead, J. Am. Water 
Works Assoc. 81 (1989) 88-100. 

[14] R.J. Bird, Corrosion-resistant lead-indium and lead-tin alloys: surface studies 
by photo-electron spectroscopy (ESCA), Metal Sci. 7 (1973) 109-113. 

[15] R.P. Frankenthal, D.J. Siconolfi, AES study of tin-lead alloys: effects of ion 
sputtering and oxidation on surface composition and structure, J. Vac. Sci. 
Technol. 17 (1980) 1315-1319. 

[16] R.A. Konetzki, Y.A. Chang, V.C. Marcotte, Oxidation kinetics of Pb-Sn alloys, J. 
Mater. Res. 4 (1989) 1421-1426. 

[17] D. Lytle, M. Schock, Stagnation Time, Composition, pH and Orthophosphate 
Effects on Metal Leaching from Brass, National Risk Management Research 
Laboratory, Office of Research and Development, Cincinnati, OH, 1996. 

[18] B.P. Boffardi, A.M. Sherbondy, Control of lead corrosion by chemical treatment, 
Corrosion 47 (1991) 966-975. 

[19] R.L. Porter, J.F. Ferguson, Improved monitoring of corrosion processes, J. Am. 
Water Works Assoc. 87 (1995) 85-95. 

[20] C.A. Chen, A.S. McAnally, S. Kumaraswamy, Lead and copper corrosion control, 
J. Environ. Sci. Health A 29 (1994) 1587-1606. 

[21] M. Drogowska, H. Menard, L. Brossard, Electrochemical behaviour of tin in 
bicarbonate solution at pH 8, J. Appl. Electrochem. 21 (1991) 84-90. 

[22] M.E. Straumanis, M. Dutta, The divalency of tin ions formed during anodic 
dissolution and the behavior of the tin anode, lnorgan. Chern. 5 (1966) 992-
995. 

[23] M. Drogowska, L. Brossard, H. Menard, Dissolution of tin in the presence of Cl' 
ions at pH 4, J. Appl. Electrochem. 19 (1989) 231-238. 

[24] S.A. A wad, A. Kassab, Behaviour of tin as metal-metal phosphate electrode and 
mechanism of promotion and inhibition of its corrosion by phosphate ions, J. 
Electroanal. Chern. 20 (1969) 203-212. 

[25] L. Ciavatta, M. Iuliano, Formation equilibria of tin(ll) orthophosphate 
complexes, Polyhedron 19 (2000) 2403-2407. 

[26] F. Seby, M. Potin-Gautier, E. Giffaut, O.F.X. Donard, A critical review of 
thermodynamic data for inorganic tin species, Geochim. Cosmochim. Acta 65 
(2001) 3041-3053. 

[27] H. Do Due, P. Tissot, Anodic behaviour of tin in neutral phosphate solution, 
Carras. Sci. 19 (1979) 179-190. 

[28] H. Do Due, P. Tissot, Rotating disc and ring disc electrode studies of tin in 
neutral phosphate solution, Carras. Sci. 19 (1979) 191-197. 

[29] P.E. Alvarez, S.B. Ribotta, M.E. Folquer, C.A. Gervasi, J.R. Vilche, 
Potentiodynamic behaviour of tin in different buffer solutions, Carras. Sci. 44 
(2002) 49-65. 

[30] C.K. Nguyen, K.R. Stone, M.A. Edwards, Chloride-to-sulfate mass ratio: practical 
studies in lead solder galvanic corrosion, J. Am. Water Works Assoc. 103 (2011) 
81-92. 

[31] American Public Health Association (APHA), Standard Methods for the 
Examination of Water and Wastewater, 20th ed., APHA, American Water 
Works Association, and Water Environment Federation, Washington, DC, 
1998. 

[32] ASTM Standard G71-81, Standard Guide for Conducting and Evaluating 
Galvanic Corrosion Tests in Electrolytes, ASTM International, West 
Conshohocken, PA, 2009. 

[33] H. Chang, H. Chen, M. Li, L. Wang, Y. Fu, Generation of tin(ll) oxide crystals on 
lead-free solder joints in deionized water, J. Electron. Mater. 38 (2009) 2170-
2178. 

[34] C.K. Nguyen, K.R. Stone, B. Clark, G. Gagnon, A. Knowles, M.A. Edwards, Impact 
of Chloride:Sulfate Mass Ratio Changes on Lead Leaching in Potable Water, 
Water Research Foundation and U.S. Environmental Protection Agency, 
Denver, CO, 2010. 


